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FUNCTION ROOM
BRASSERIE - 10 AIR CHANGES PER HOUR = 1535M3/HR DUPLEXVENT FLEXI DV2600

RESTAURANT         - 10 AIR CHANGES PER HOUR = 1465M3/HR DUPLEXVENT FLEXI DV2600

10M CANOPY
2M/S AT FILTER FACE
30 AIR CHANGES P/HR

KITCHEN                 -10M CANOPY, 2M/S AT FILTER FACE, 30 AIR CHANGES P/HR


