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SD SMOKE DETECTOR

9LT. WATER FIRE EXTIGUISHER

CARBON DIOXIDE FIRE EXTIGUISHER

CCTV
CLOSED CIRCUIT TV

EXIT INTERNALLY ILLUMINATED FIRE ESCAPE SIGN (BS 5266)

FEKC FIRE ESCAPE KEEP CLEAR

FRIDGE FRIDGES

SAFETY LIGHTS

FAN

EXIT INTERNALLY ILLUMINATED FIRE ESCAPE SIGN (BS 5266)

WC WC AREA

A COOKING PARTICULATES AND ODORUS

B COMPANY GREASE FILTER

C ESP - PARTICULATE CONTROL UNIT ESP 3000

D CARBON UNIT 12x SITESAFA PA 240924

E AEROFOIL 56JM FAN

F ALNOR SIL *100-300 100 200 350 SILENCER

EXTRACTION SYSTEM

REV 6
Moved position of extraction 
louvres to side elevation. Layout 
of extract system revised.

PC

REV 7 PC
Moved position of extraction 
louvres away from the adjacent 
building boundary.09/01/2018


