14850

3655

4092

3851

4501 2232

¢

Plant Room

Lift

Recording Studio

15 m?

18

Recording Studio

Hallway

11 m2

m2

Recording Studio

14 m?

3892

FCP
11301
O O
Group Work Shop
Area
166 m?
OJ O
360 CAM 2
U O
FCP
[
] |
6285 1%%0 2666 .

Textiles Studio

23 m?
Pastoral Care
10 m?
- 1500
] [
— N
LT
_IL
==
Class Room _I=
26 m? ;‘;
Hallwzay ==
20 m z‘i
-
= Stairwell
15 m?
Weam 1
FCP
Class Room Loby
25 m? -
Store Store
. _ 2 m? 4 m?
o I
| 4876 1
* *

Premises Licence Plan - Basement

1800

3680

3777

2327

Legend
- Fire Blanket
FCP - Fire Alarm Call Point

[

5

@ § - Location of Fire Extinguisher Signage

- Location of Fire Alarm Call Point Signage

vz

Type of fire extinguisher to be confirmed by fire
engineer. All fire extinguishers to be provided with
suitable wall brackets with contractor allowing for
fixing all extinguishers to the wall

Exits G ¢
FD30(S)SC&VP - 30mins, Smoke Seals, Self Closing with Vision Panel
FD60(S)SC - 60mins, Smoke Seals, Self Closing
FRG 30/30 - Fire resistance glass,30mins integrity & 30mins insulation
. - Fire resisting construction - 60min - compartment walls to be carried up
through the ceiling to full storey height to maintain the standard of fire
resistance. Wall to be taken up to meet the underside of the roof with fire

stopping where necessary.

Any services passing through must be adequately fire protected to minimise
the risk of fire spreading with the appropriate fire stopping

Please note these Fire Saftey Plans are
indicative only, final design to fire engineer
specification

> -cCcTV
. - 360 CCTV

- Licensable Activities

- Trade

- Seating

- Bar Serveries

®

1:100

General Notes

Contractors are to check dimensions of all issued drawings and
to notify the Architect immediately of any discrepancy.

Do not scale from this drawing, if dimensions are not clear ask.

This drawing and the information contained herein are subject
to BGA Architects Terms & Conditions.

All illustrated material is copyright. Unless otherwise agreed in
writing,all rights to use this document are subject to all
Architect's charges. This document may only be used for the
express purpose and project for which it has been created and
delivered, as notified in writing by the Architect. This
document may not be otherwise used or copied. Any
unathorised use of this document is at the user's sole risk and
without limiting the Architect's rights the user releases and
indemnifies the Architect from and against all loss so arising.

All setting out to be coordinated by the Contractor and to be
checked onsite prior to construction.

All dimensions noted are in millimetres unless stated
otherwise.

All levels to be above Ordnance Survey Datum defined levels
(A.0.D) unless noted otherwise.

The contractor shall strictly follow the recommendations of all
manufacturers for the storage and installation of all products
for this project.

All parties must ensure that cross referenced drawings and
specifications for this project are checked on a regular basis to
ensure that the latest revisions are used etc.

Rev: |Date: By: |Description:

RIBA #¥

Chartered Practice

architects

The Gallery, The Old Gasworks, 43 Progress Road,
Leigh on Sea, Essex, SS9 5PR

info@bga-architects.com
Qc/v7 www.bga-architects.com
© Copyright Reserved 01702 471057

BGA Architects is the trading name of Bernard Gooding Associates LLP

Client:
Kiwi Community Events CICI

Project Address:
Q0 High Street, Southend, Essex, SS1 1IN

Drawing Title:
Premises Licence Plan - Basement

Status:
For Comment Only

Date: Drw: Chk: Scale:
23/05/22 30 RM  1:100@ A2

Drawing No: Rev:

Project No:

22-061A PLP-1-111


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line



[ Door to be perminantely fixed shut.

4m? |

|
p—————]
|
Pop-up Stand:

4'm?

®

260 CAM 5

e I |0
a8 : Lift
@ ol
3010
| 2
— Cafe Storage Ari >
~ 1o 6m?2 ™
=il Lobby
- = 10 m?
O —— S| 2500
— S o
e, & = | o] | -
" 2400 "
= ®
Hallway EE
21 m? =
nz
=]
| i}
o 4090
& Conference Room - Disabled Toilet
© 36 m? D, 11 m?
@ Ml e e
& Office CAMY
10 m?
5151 1960 | 4090
- .
|
l L Stand
Pop-up Stand| an
4'm? 8 m2
| v 4000
| CAM 6
:
|
Pop-up Stand| Stand

4 m2

Stand

4 m?

Stage

4 m?

I
|
|~ Stand
|
|

i
i

2000

2715 #

* 2000 *

2000

2215

Legend

FCP

=]

&
i

vz

7z

- Fire Blanket
- Fire Alarm Call Point

- Location of Fire Alarm Call Point Signage

- Location of Fire Extinguisher Signage

Type of fire extinguisher to be confirmed by fire
engineer. All fire extinguishers to be provided with
suitable wall brackets with contractor allowing for
fixing all extinguishers to the wall

E(MG*

FD30(S)SC&VP - 30mins, Smoke Seals, Self Closing with Vision Panel
FD60(S)SC - 60mins, Smoke Seals, Self Closing

FRG 30/30 - Fire resistance glass,30mins integrity & 30mins insulation

- Fire resisting construction - 60min - compartment walls to be carried up
through the ceiling to full storey height to maintain the standard of fire
resistance. Wall to be taken up to meet the underside of the roof with fire

stopping where necessary.

Any services passing through must be adequately fire protected to minimise
the risk of fire spreading with the appropriate fire stopping

Please note these Fire Saftey Plans are
indicative only, final design to fire engineer

specification

. -360CCTV

-CCTV

- Licensable Activities

- Trade

- Seating

- Bar Serveries

Q Ground Floor - Proposed (Phase 1)
1:100

General Notes

Contractors are to check dimensions of all issued drawings and
to notify the Architect immediately of any discrepancy.

Do not scale from this drawing, if dimensions are not clear ask.

This drawing and the information contained herein are subject
to BGA Architects Terms & Conditions.

All illustrated material is copyright. Unless otherwise agreed in
writing,all rights to use this document are subject to all
Architect's charges. This document may only be used for the
express purpose and project for which it has been created and
delivered, as notified in writing by the Architect. This
document may not be otherwise used or copied. Any
unathorised use of this document is at the user's sole risk and
without limiting the Architect's rights the user releases and
indemnifies the Architect from and against all loss so arising.

All setting out to be coordinated by the Contractor and to be
checked onsite prior to construction.

All dimensions noted are in millimetres unless stated
otherwise.

All levels to be above Ordnance Survey Datum defined levels
(A.0.D) unless noted otherwise.

The contractor shall strictly follow the recommendations of all
manufacturers for the storage and installation of all products
for this project.

All parties must ensure that cross referenced drawings and
specifications for this project are checked on a regular basis to
ensure that the latest revisions are used etc.

B 10/06/22 JO/ | Amendments to table
RM | layout

A 27/05/22 SK/ | Amendments made in line
RM | to reflect recent client
comments

Rev: |Date: By: |Description:

Qc/v7

RIBA #¥

Chartered Practice

architects

The Gallery, The Old Gasworks, 43 Progress Road,
Leigh on Sea, Essex, SS9 5PR

info@bga-architects.com
www.bga-architects.com

© Copyright Reserved 01702 471057

BGA Architects is the trading name of Bernard Gooding Associates LLP

Client:
Kiwi Community Events CICI

Project Address:
Q0 High Street, Southend, Essex, SS1 1IN

Drawing Title:
Premises Licence Plan - Phase 1

Status:
For Comment Only

Date: Drw: Chk: Scale:
23/05/22 SK RM  1:100@ A2
Project No: Drawing No: Rev:

22-061A PLP-1-100 B



General Notes
Contractors are to check dimensions of all issued drawings and
to notify the Architect immediately of any discrepancy.
Do not scale from this drawing, if dimensions are not clear ask.
M This drawing and the information contained herein are subject
to BGA Architects Terms & Conditions.
- Fire Blanket _ N . .
All illustrated material is copyright. Unless otherwise agreed in
- . writing,all rights to use this document are subject to all
A Fire Alarm Call Point Architect's charges. This document may only be used for the
= express purpose and project for which it has been created and
i \ _ & 5 H A delivered, as notified in writing by the Architect. This
h s Location of Fire Alarm Call Point Slgnage document may not be otherwise used or copied. Any
= unathorised use of this document is at the user's sole risk and
without limiting the Architect's rights the user releases and
@ \\ - Location of Fire Extinguisher Signage indemnifies the Architect from and against all loss so arising.
S
All setting out to be coordinated by the Contractor and to be
= e = = . hecked onsite prior t truction.
Type of fire extinguisher to be confirmed by fire checked onsite priorto construction
engineer. All fire extinguishers to be provided with All dimensions noted are in millimetres unless stated
E . e therwise.
suitable wall brackets with contractor allowing for otherwise
fixing all extinguishers to the wall All levels to be above Ordnance Survey Datum defined levels
(A.0.D) unless noted otherwise.
= The contractor shall strictly follow the recommendations of all
it "‘ ¢ manufacturers for the storage and installation of all products
for this project.
FD30(S)SC&VP - 30mins, Smoke Seals, Self Closing with Vision Panel All parties must ensure that cross referenced drawings and
specifications for this project are checked on a regular basis to
. . that the latest revisi d etc.
FD60(S)SC - 60mins, Smoke Seals, Self Closing ensure that the fatest revisions are used ete
FRG 30/30 - Fire resistance glass,30mins integrity & 30mins insulation
. - Fire resisting construction - 60min - compartment walls to be carried up
through the ceiling to full storey height to maintain the standard of fire
resistance. Wall to be taken up to meet the underside of the roof with fire
stopping where necessary.
| —— SN —
T e et I I o T . . . .. .
— | i ‘ Any services passing through must be adequately fire protected to minimise
[ ‘ | | ‘ the risk of fire spreading with the appropriate fire stopping
2 \\ // (o]
> )~ Tea Kitchen Lift e
v . - :
AN N shig—F Please note these Fire Saftey Plans are
4 (8] /] L . . . . . . .
= -
\ indicative only, final design to fire engineer
—E specification
T : 1 m/ E‘Ff A= Studio §
== \ 8 m?
v e o) a)
o ¥ A \\‘\:,/ / - CCTV
. . ——— Hallway 4 —
- \ 18 m? &
~O
i . - 360 CCTV
= . . <,
o Studio Studio &
Q 7 m? 18 m? ™
G2 2596 |
CAM 5
2083 410 5082
H\
— % = - Licensable Activities
FCP
- Trade
- Seating
360 CAM 3
@ N - Bar Serveries
S Exhbition Space
e e
3 | == . =
2265 Stage 2265
Auditorium
198 m?
o
~
N
o
8571
360 CAM 2 "
Rev: |Date: By: |Description:
Exhbition Space
N architects :
™ Chartered Practice
N
The Gallery, The Old Gasworks, 43 Progress Road,
Leigh on Sea, Essex, SS9 5PR
info@bga-architects.com
Qc/v7 www.bga-architects.com
© Copyright Reserved 01702 471057
% BGA Architects is the trading name of Bernard Gooding Associates LLP
o
N .
Client:
Kiwi Community Events CICI
Project Address:
Q0 High Street, Southend, Essex, SS1 1IN
Drawing Title:
Premises Licence Plan - First Floor
Status:
For Comment Only
@ Premises Licence Plan - First Floor Date: Drw: Chk: Scale:
1.100 23/05/22 30 RM  1:100@ A2
Project No: Drawing No: Rev:



PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line



General Notes

Contractors are to check dimensions of all issued drawings and
to notify the Architect immediately of any discrepancy.

Legend Do not scale from this drawing, if dimensions are not clear ask.
. This drawing and the information contained herein are subject
- Fire Blanket to BGA Architects Terms & Conditions.
FCP - Fire Alarm Call Point Allillustrated material is copyright. Unless otherwise agreed in
writing,all rights to use this document are subject to all

o] ; ) ; ; Architect's charges. This document may only be used for the

b § - Location of Fire Alarm Call Point Slgnage express purpose and project for which it has been created and
-

delivered, as notified in writing by the Architect. This
document may not be otherwise used or copied. Any
unathorised use of this document is at the user's sole risk and
without limiting the Architect's rights the user releases and

E N - Location of Fire Extinguisher Signage
= indemnifies the Architect from and against all loss so arising.

Type of fire extinguisher to be confirmed by fire All setting out to be coordinated by the Contractor and to be
engineer. All fire extinguishers to be provided with checked onsite prior to construction.

suitable wall brackets with contractor allowing for All dimensions noted are in millimetres unless stated
fixing all extinguishers to the wall ST

All levels to be above Ordnance Survey Datum defined levels
(A.0.D) unless noted otherwise.

E\t;;¢

The contractor shall strictly follow the recommendations of all
manufacturers for the storage and installation of all products

FD30(S)SC&VP - 30mins, Smoke Seals, Self Closing with Vision Panel for this project.
All parties must ensure that cross referenced drawings and

FD60(S)SC - 60mins, Smoke Seals, Self Closing specifications for this project are checked on a regular basis to
ensure that the latest revisions are used etc.

FRG 30/30 - Fire resistance glass,30mins integrity & 30mins insulation

. - Fire resisting construction - 60min - compartment walls to be carried up
through the ceiling to full storey height to maintain the standard of fire

2676 2744 2532 resistance. Wall to be taken up to meet the underside of the roof with fire
stopping where necessary.
4 -
— [P i Any services passing through must be adequately fire protected to minimise
] the risk of fire spreading with the appropriate fire stoppin
g g
Tea Kitchen Lift
10 m2
z Office Please note these Fire Saftey Plans are
@ B indicative only, final design to fire engineer
- specification
g o Lobby Q
] =l N
L 8 m? ™
€ o i
B TP scocams > - cCTV
L =
i EE . - 360 CCTV
Lobby
9 m? i
Hallway B
76 m?
% _ i
oo Office Disabled W.C.
m? | 5m?2 n annn
— m ‘ ‘ - Licensable Activities
Cupboard @l
I Alui = J o
/A - Trade
] - Seating
oo .
= - Bar Serveries
- — — —8—— Dashed lines
3 Office Office denote rooflight
3 26 m? 30 m2 above
______ E\
= [
I |
iy il
£ E—
™ Office Office
= 26 m? 25 m?
1 4766 4623
° [
] i
(o]
O
™ . .
0 Office Office
25 m? 25 m?
] 360 CAM 2 - ]
4676 \
i ,
A |
9 , —— 1 =1
8 Office I J
Lo 25 m? o] L J
Rev: |Date: By: |Description:
N
& , RIBA #¥
architects :
Chartered Practice
The Gallery, The Old Gasworks, 43 Progress Road,
Leigh on Sea, Essex, SS9 5PR
info@bga-architects.com
~ Qc/v7 www.bga-architects.com
8 © Copyright Reserved 01702 471057
N BGA Architects is the trading name of Bernard Gooding Associates LLP
Client:
| Kiwi Community Events CICI

Project Address:
Q0 High Street, Southend, Essex, SS1 1IN

Drawing Title:
Premises Licence Plan - Second Floor

Status:
For Comment Only

Q Premises Licence Plan - Second Floor
1:100

Date: Drw: Chk: Scale:
23/05/22 30 RM  1:100@ A2
Project No: Drawing No: Rev:

22-061A PLP-1-113




8157

—FC

Grow Market

Premises Licence Plan - Third Floor

1200

Legend
- Fire Blanket
FCP - Fire Alarm Call Point

- Location of Fire Alarm Call Point Signage

[
wrz

@ ] - Location of Fire Extinguisher Signage

=

Type of fire extinguisher to be confirmed by fire
engineer. All fire extinguishers to be provided with
suitable wall brackets with contractor allowing for
fixing all extinguishers to the wall

EXif G *
FD30(S)SC&VP - 30mins, Smoke Seals, Self Closing with Vision Panel
FD60(S)SC - 60mins, Smoke Seals, Self Closing
FRG 30/30 - Fire resistance glass,30mins integrity & 30mins insulation
. - Fire resisting construction - 60min - compartment walls to be carried up
through the ceiling to full storey height to maintain the standard of fire
resistance. Wall to be taken up to meet the underside of the roof with fire

stopping where necessary.

Any services passing through must be adequately fire protected to minimise
the risk of fire spreading with the appropriate fire stopping

Please note these Fire Saftey Plans are
indicative only, final design to fire engineer
specification

-CCTV

‘ -360 CCTV

- Licensable Activities

- Trade

- Seating

- Bar Serveries

®

1:100

General Notes

Contractors are to check dimensions of all issued drawings and
to notify the Architect immediately of any discrepancy.

Do not scale from this drawing, if dimensions are not clear ask.

This drawing and the information contained herein are subject
to BGA Architects Terms & Conditions.

All illustrated material is copyright. Unless otherwise agreed in
writing,all rights to use this document are subject to all
Architect's charges. This document may only be used for the
express purpose and project for which it has been created and
delivered, as notified in writing by the Architect. This
document may not be otherwise used or copied. Any
unathorised use of this document is at the user's sole risk and
without limiting the Architect's rights the user releases and
indemnifies the Architect from and against all loss so arising.

All setting out to be coordinated by the Contractor and to be
checked onsite prior to construction.

All dimensions noted are in millimetres unless stated
otherwise.

All levels to be above Ordnance Survey Datum defined levels
(A.0.D) unless noted otherwise.

The contractor shall strictly follow the recommendations of all
manufacturers for the storage and installation of all products
for this project.

All parties must ensure that cross referenced drawings and
specifications for this project are checked on a regular basis to
ensure that the latest revisions are used etc.

Rev: |Date: By: |Description:

RIBA #¥

Chartered Practice

architects

The Gallery, The Old Gasworks, 43 Progress Road,
Leigh on Sea, Essex, SS9 5PR

info@bga-architects.com
Qc/v7 www.bga-architects.com
© Copyright Reserved 01702 471057

BGA Architects is the trading name of Bernard Gooding Associates LLP

Client:
Kiwi Community Events CICI

Project Address:
Q0 High Street, Southend, Essex, SS1 1IN

Drawing Title:
Premises Licence Plan - Third Floor

Status:
For Comment Only

Date: Drw: Chk: Scale:
23/05/22 30 RM  1:100@ A2
Project No: Drawing No: Rev:

22-061A PLP-1-114


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line


PU01�
Line



